
SHEET INDEX

PROJECT TEAM
OWNER/BUILDER

AREA CALCS CODE ANALYSIS

ARCHITECTSTRUCTURALENERGY T-24

KRISHNAMURTHY RESIDENCE

VICINITY MAP

SHIRISHA KRISHNAMURTHY
458 ROCKPORT CIRCLE
FOLSM, CA 95630

(916)-996-3380

CODE USED: 2019 C.R.C., C.B.C., C.M.C., C.E.C., C.P.C., C.F.C.
2019 CALIFORNIA ENERGY CODE
2019 CALIFORNIA GREEN BUILDING STANDARDS CODE (CAL GREEN)

OCCUPANCY: R-3 SINGLE FAMILY HOME
U PRIVATE GARAGE

OCCUPANCY SEPARATION: PROVIDE A SEPARATION BETWEEN (R-3) SINGLE FAMILY HOME  AND (U) GARAGE.  REFER TO
A0.02 GENERAL NOTES / FLOOR PLAN / NOTE 3, FOR CODE REQUIREMENTS

CONSTRUCTION: TYPE V-B

FIRE SPRINKLER SYSTEM: RESIDENCE SHALL HAVE APPROVED FIRE SPRINKLER SYSTEM PER 2019 C.R.C R313.2 AND
R313.3

BASEMENT LEVEL 245 SQ.FT
MAIN LEVEL 2,239 SQ.FT
SECOND LEVEL 1,919 SQ.FT
DWELLING 4,403 SQ.FT

GARAGE 689 SQ.FT
MOTOR COURT 357 SQ.FT
BIN STORE 93 SQ.FT
COVERED PORCH 107 SQ.FT
PATIO AT FIRST LEVEL 244 SQ.FT
CVD PATIO AT FIRST LEVEL 288 SQ.FT
DECK AT SECOND LEVEL 348 SQ.FT
PATIO AT SECOND LEVEL 460 SQ.FT
FUTURE PORCH 285 SQ.FT

HMA ARCHITECTURE, INC.
2330 EAST BIDWELL STREET
SUITE 204
FOLSOM, CA 95630

(916) 597-1500

458 ROCKPORT CIRCLE

FOLSOM, CA 95630

    SACRAMENTO COUNTY

  APN:  072-0830-029

APPROXIMATE PROJECT LOCATION

WCD & ASSOCIATES
6930 DESTINY DR.
#300
ROCKLIN, CA 95677

(916) 586-8649
FAX NUMBER

CA ENERGY CONSULTING
5401 YDRA COURT
FAIR OAKS, CA 95628
ADDRESS

(916)749-2021

L&S BUILDING MATERIALS
7325 REESE ROAD
SACRAMENTO, CA 95828

(916) 719-1559

FOOTHILL FIRE PROTECTION
4000 ALVIS CT.
ROCKLIN, CA 95667

(916) 934-3180

TRUSS MFG. ENERGY T-24
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ARCHITECTURAL

A0.01 COVER SHEET
A0.02 GENERAL NOTES
A0.03 CAL GREEN NOTES
A0.04 LEGEND AND ABBREVIATIONS
A2.01 BASEMENT LEVEL DIMENSIONAL PLAN
A2.02 BASEMENT LEVEL FLOOR PLAN
A2.03 FIRST LEVEL DIMENSIONAL PLAN
A2.04 FIRST LEVEL FLOOR PLAN
A2.05 SECOND LEVEL DIMENSIONAL PLAN
A2.06 SECOND LEVEL FLOOR PLAN
A2.07 ROOF PLAN
A2.05 BASEMENT LEVEL UTILITY PLAN
A2.06 FIRST LEVEL UTILITY PLAN
A2.07 SECOND LEVEL UTILITY PLAN
A3.01 SECTIONS
A3.02 SECTIONS
A3.03 SECTIONS
A3.04 EXTERIOR ELEVATIONS
A3.05 EXTERIOR ELEVATIONS
A8.01 ARCHITECTURAL DETAILS
A8.02 ARCHITECTURAL DETAILS
A8.03 ARCHITECTURAL DETAILS
A8.04 ARCHITECTURAL DETAILS
A9.01 ARCHITECTURAL DETAILS
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NOTES

2X4 FULL HEIGHT WALL

2X WALL W/ MASONRY VENEER

2X 1-HR. WALL

2X6 FULL HEIGHT WALL
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KEYNOTES
103a MAINTAIN MIN. 30" WIDE X 24" DEEP CLEAR SPACE IN

FRONT OF TOILETS.
103j CUSTOM SHOWER. DIMENSIONS AS SHOWN. STYLE PER

CLIENT
103k 36X60 FREE STANDING TUB. STYLE PER CLIENT.

PLUMBING CONNECTION THROUGH FLOOR
103s MIN. 22" WIDE TEMPERED GLASS SHOWER DOOR.
103t +18" A.F.F. SHOWER SEAT; SEE DETAIL 4, SHEET A9.01.
103u +80" A.F.F. SHOWER GLASS. DESIGN PER CLIENT
104a MINIMUM (1) LAYER OF 1/2" GYPSUM BOARD. SEE A0.02 /

GENERAL NOTES / FLOOR PLAN / NOTE 3"
104b MINIMUM (1) LAYER OF 5/8" TYPE 'X'  GYPSUM BOARD AT

GARAGE CEILING BELOW HABITABLE ROOMS AND (1)
LAYER OF 1/2"" GYPSUM BOARD ON GARAGE SIDE OF
WALLS.  SEE A0.02 / GENERAL NOTES / FLOOR PLAN /
NOTE 3."

104d WAINSCOT; SEE EXTERIOR ELEVATIONS FOR
ADDITIONAL INFORMATION.

105a DASHED LINE INDICATES LOCATION OF DRYER VENT.
VENT SHALL BE ENGINEERED IF LONGER THAN 14'.  IF
NO DASHED LINE IS SHOWN, DRYER VENT TO BE
VENTED THROUGH THE ROOF.  INSTALL VENTING AND
FLUE ACCORDING TO MANUFACTURERS
SPECIFICATIONS.  SEE A0.02 / MECHANICAL / NOTE 10.

105b PROVIDE JUMPER DUCT WITH REGISTER TO COMMON
AREA FOR DRYER MAKE-UP AIR.

105d CLOSET MOUNTED FORCED AIR UNIT. PROVIDE JUMPER
DUCT IN CEILING TO CONNECTING TO COMMON AREA
FOR COMBUSTION AIR. INSTALL PER MANUFACTURER

105f A/C CONDENSER SET ON CONCRETE PAD; VERIFY SIZE
IN FIELD.

105h WALL MOUNTED TANKLESS HOT WATER HEATER.
DIRECT VENTED OR POWER VENTED PER
MANUFACTURER SPECIFICATIONS.
BUILDER/DEVELOPER TO SELECT MANUFACTURER AT
TIME OF INSTALLATION. VERIFY VENTING IN FIELD.  SEE
A0.02 / PLUMBING / NOTE 4.

105i LOCATION OF DIRECT VENT FOR FIREPLACE.  INSTALL
VENTING AND FLUE ACCORDING TO MANUFACTURERS
SPECIFICATIONS.

105k PROVIDE MIN 100 SQ.IN. VENT AREAS WITH-IN 12" OF
FLOOR AND CEILING FOR COMBUSTION AIR.

106 +42" A.F.F. WOOD HALF-WALL. SHEET ROCK FINISH.
PAINTED/STAINED WOOD CAP

107b GARAGE FLOOR SURFACE SLOPED TO FACILITATE
MOVEMENT OF LIQUIDS TOWARDS MAIN VEHICLE ENTRY
DOOR.  SEE A0.02 / FLOOR PLAN / NOTE 18.

108a SOLID CORE TIGHT-FITTING, SELF LATCHING DOOR W/
AUTO CLOSER.  SEE A0.02 / FLOOR PLAN / NOTE 5.

109a SHELVING.  STYLE, FINISH, AND COLOR PER CLIENT
109b UPPER CABINETS. STYLE AND FINISH PER BUILDER.
109c LOWER CABINETS. STYLE AND FINISH PER BUILDER.
109g 12" DEEP (5) STACK SHELVING.
109l CABINET LINEN FULL HEIGHT. STYLE AND FINISH PER

BUILDER.
110a +42" STEEL/METAL GUARDRAIL.  SEE A0.02 / GENERAL

NOTES / STAIRS,... / NOTE 4.
110b +36" STEEL/METAL GUARDRAIL ABOVE 6" CURB WALL.

SEE A0.02 / GENERAL NOTES / STAIRS,... / NOTE 4.
110c +34" STEEL HANDRAIL.  SEE A0.02 / GENERAL NOTES /

STAIRS,... / NOTE 1.
110e +22" STEEL/METAL GUARDRAIL ON TOP OF LOW WALL.

SEE  DETAIL 13/A8.02
111d 48" GAS APPLIANCE FIREPLACE; HEATILATOR CRAVE

6048 DIRECT VENT. INSTALL PER MANUFACTURERS
SPECIFICATIONS. ANSI #721.88-2017 UL 307B

111g 84" GAS APPLIANCE FIREPLACE; HEAT-N-GLO MEZZO 72
DIRECT VENT.  ANSI LISTING Z21.88-2017. INSTALL PER
MANUFACTURERS SPECIFICATIONS.

113c CONCRETE RETAINING WALL. S.S.D.

114a DASHED LINE INDICATES FLOOR ABOVE OR BELOW
115d 42" OUTDOOR GAS BBQ. WOLF OG42 ANSI Z21.75/CSA

6.27. INSTALL PER MANUFACTURERS SPECIFICATION.
116i EXPOSED TUBE STEEL POST; S.S.D.
150 POT SHELVES.
151 PULL-OUT GARBAGE AND RECYCLE  AREA
152 TOP OF SOFFIT TO BE 6" ABOVE WINDOW HDR.
153 NICHE. TOP AT +9'-1" A.F.F.; BOTTOM AT +36" A.F.F.
154 SKYLIGHT ABOVE. SEE ROOF PLAN FOR MORE

INFORMATION.
155 CONCRETE STAIRS:

- (7) RISERS AT (6")
- (6) TREADS AT (12")

156 LINEAR DECK DRAIN W/ CONCEALED DOWNSPOUT
157 4" DIA FLOOR DRAIN
158 GARBAGE CANS BELOW LANDING
159 WINDOW SEAT +20" A.F.F. W/ CABINETS BELOW.
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KEYNOTES
103a MAINTAIN MIN. 30" WIDE X 24" DEEP CLEAR SPACE IN

FRONT OF TOILETS.
103j CUSTOM SHOWER. DIMENSIONS AS SHOWN. STYLE PER

CLIENT
103k 36X60 FREE STANDING TUB. STYLE PER CLIENT.

PLUMBING CONNECTION THROUGH FLOOR
103s MIN. 22" WIDE TEMPERED GLASS SHOWER DOOR.
103t +18" A.F.F. SHOWER SEAT; SEE DETAIL 4, SHEET A9.01.
103u +80" A.F.F. SHOWER GLASS. DESIGN PER CLIENT
104a MINIMUM (1) LAYER OF 1/2" GYPSUM BOARD. SEE A0.02 /

GENERAL NOTES / FLOOR PLAN / NOTE 3"
104b MINIMUM (1) LAYER OF 5/8" TYPE 'X'  GYPSUM BOARD AT

GARAGE CEILING BELOW HABITABLE ROOMS AND (1)
LAYER OF 1/2"" GYPSUM BOARD ON GARAGE SIDE OF
WALLS.  SEE A0.02 / GENERAL NOTES / FLOOR PLAN /
NOTE 3."

104d WAINSCOT; SEE EXTERIOR ELEVATIONS FOR
ADDITIONAL INFORMATION.

105a DASHED LINE INDICATES LOCATION OF DRYER VENT.
VENT SHALL BE ENGINEERED IF LONGER THAN 14'.  IF
NO DASHED LINE IS SHOWN, DRYER VENT TO BE
VENTED THROUGH THE ROOF.  INSTALL VENTING AND
FLUE ACCORDING TO MANUFACTURERS
SPECIFICATIONS.  SEE A0.02 / MECHANICAL / NOTE 10.

105b PROVIDE JUMPER DUCT WITH REGISTER TO COMMON
AREA FOR DRYER MAKE-UP AIR.

105d CLOSET MOUNTED FORCED AIR UNIT. PROVIDE JUMPER
DUCT IN CEILING TO CONNECTING TO COMMON AREA
FOR COMBUSTION AIR. INSTALL PER MANUFACTURER

105f A/C CONDENSER SET ON CONCRETE PAD; VERIFY SIZE
IN FIELD.

105h WALL MOUNTED TANKLESS HOT WATER HEATER.
DIRECT VENTED OR POWER VENTED PER
MANUFACTURER SPECIFICATIONS.
BUILDER/DEVELOPER TO SELECT MANUFACTURER AT
TIME OF INSTALLATION. VERIFY VENTING IN FIELD.  SEE
A0.02 / PLUMBING / NOTE 4.

105i LOCATION OF DIRECT VENT FOR FIREPLACE.  INSTALL
VENTING AND FLUE ACCORDING TO MANUFACTURERS
SPECIFICATIONS.

105k PROVIDE MIN 100 SQ.IN. VENT AREAS WITH-IN 12" OF
FLOOR AND CEILING FOR COMBUSTION AIR.

106 +42" A.F.F. WOOD HALF-WALL. SHEET ROCK FINISH.
PAINTED/STAINED WOOD CAP

107b GARAGE FLOOR SURFACE SLOPED TO FACILITATE
MOVEMENT OF LIQUIDS TOWARDS MAIN VEHICLE ENTRY
DOOR.  SEE A0.02 / FLOOR PLAN / NOTE 18.

108a SOLID CORE TIGHT-FITTING, SELF LATCHING DOOR W/
AUTO CLOSER.  SEE A0.02 / FLOOR PLAN / NOTE 5.

109a SHELVING.  STYLE, FINISH, AND COLOR PER CLIENT
109b UPPER CABINETS. STYLE AND FINISH PER BUILDER.
109c LOWER CABINETS. STYLE AND FINISH PER BUILDER.
109g 12" DEEP (5) STACK SHELVING.
109l CABINET LINEN FULL HEIGHT. STYLE AND FINISH PER

BUILDER.
110a +42" STEEL/METAL GUARDRAIL.  SEE A0.02 / GENERAL

NOTES / STAIRS,... / NOTE 4.
110b +36" STEEL/METAL GUARDRAIL ABOVE 6" CURB WALL.

SEE A0.02 / GENERAL NOTES / STAIRS,... / NOTE 4.
110c +34" STEEL HANDRAIL.  SEE A0.02 / GENERAL NOTES /

STAIRS,... / NOTE 1.
110e +22" STEEL/METAL GUARDRAIL ON TOP OF LOW WALL.

SEE  DETAIL 13/A8.02
111d 48" GAS APPLIANCE FIREPLACE; HEATILATOR CRAVE

6048 DIRECT VENT. INSTALL PER MANUFACTURERS
SPECIFICATIONS. ANSI #721.88-2017 UL 307B

111g 84" GAS APPLIANCE FIREPLACE; HEAT-N-GLO MEZZO 72
DIRECT VENT.  ANSI LISTING Z21.88-2017. INSTALL PER
MANUFACTURERS SPECIFICATIONS.

113c CONCRETE RETAINING WALL. S.S.D.

114a DASHED LINE INDICATES FLOOR ABOVE OR BELOW
115d 42" OUTDOOR GAS BBQ. WOLF OG42 ANSI Z21.75/CSA

6.27. INSTALL PER MANUFACTURERS SPECIFICATION.
116i EXPOSED TUBE STEEL POST; S.S.D.
150 POT SHELVES.
151 PULL-OUT GARBAGE AND RECYCLE  AREA
152 TOP OF SOFFIT TO BE 6" ABOVE WINDOW HDR.
153 NICHE. TOP AT +9'-1" A.F.F.; BOTTOM AT +36" A.F.F.
154 SKYLIGHT ABOVE. SEE ROOF PLAN FOR MORE

INFORMATION.
155 CONCRETE STAIRS:

- (7) RISERS AT (6")
- (6) TREADS AT (12")

156 LINEAR DECK DRAIN W/ CONCEALED DOWNSPOUT
157 4" DIA FLOOR DRAIN
158 GARBAGE CANS BELOW LANDING
159 WINDOW SEAT +20" A.F.F. W/ CABINETS BELOW.
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NOTES
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KEYNOTES
103a MAINTAIN MIN. 30" WIDE X 24" DEEP CLEAR SPACE IN

FRONT OF TOILETS.
103j CUSTOM SHOWER. DIMENSIONS AS SHOWN. STYLE PER

CLIENT
103k 36X60 FREE STANDING TUB. STYLE PER CLIENT.

PLUMBING CONNECTION THROUGH FLOOR
103s MIN. 22" WIDE TEMPERED GLASS SHOWER DOOR.
103t +18" A.F.F. SHOWER SEAT; SEE DETAIL 4, SHEET A9.01.
103u +80" A.F.F. SHOWER GLASS. DESIGN PER CLIENT
104a MINIMUM (1) LAYER OF 1/2" GYPSUM BOARD. SEE A0.02 /

GENERAL NOTES / FLOOR PLAN / NOTE 3"
104b MINIMUM (1) LAYER OF 5/8" TYPE 'X'  GYPSUM BOARD AT

GARAGE CEILING BELOW HABITABLE ROOMS AND (1)
LAYER OF 1/2"" GYPSUM BOARD ON GARAGE SIDE OF
WALLS.  SEE A0.02 / GENERAL NOTES / FLOOR PLAN /
NOTE 3."

104d WAINSCOT; SEE EXTERIOR ELEVATIONS FOR
ADDITIONAL INFORMATION.

105a DASHED LINE INDICATES LOCATION OF DRYER VENT.
VENT SHALL BE ENGINEERED IF LONGER THAN 14'.  IF
NO DASHED LINE IS SHOWN, DRYER VENT TO BE
VENTED THROUGH THE ROOF.  INSTALL VENTING AND
FLUE ACCORDING TO MANUFACTURERS
SPECIFICATIONS.  SEE A0.02 / MECHANICAL / NOTE 10.

105b PROVIDE JUMPER DUCT WITH REGISTER TO COMMON
AREA FOR DRYER MAKE-UP AIR.

105d CLOSET MOUNTED FORCED AIR UNIT. PROVIDE JUMPER
DUCT IN CEILING TO CONNECTING TO COMMON AREA
FOR COMBUSTION AIR. INSTALL PER MANUFACTURER

105f A/C CONDENSER SET ON CONCRETE PAD; VERIFY SIZE
IN FIELD.

105h WALL MOUNTED TANKLESS HOT WATER HEATER.
DIRECT VENTED OR POWER VENTED PER
MANUFACTURER SPECIFICATIONS.
BUILDER/DEVELOPER TO SELECT MANUFACTURER AT
TIME OF INSTALLATION. VERIFY VENTING IN FIELD.  SEE
A0.02 / PLUMBING / NOTE 4.

105i LOCATION OF DIRECT VENT FOR FIREPLACE.  INSTALL
VENTING AND FLUE ACCORDING TO MANUFACTURERS
SPECIFICATIONS.

105k PROVIDE MIN 100 SQ.IN. VENT AREAS WITH-IN 12" OF
FLOOR AND CEILING FOR COMBUSTION AIR.

106 +42" A.F.F. WOOD HALF-WALL. SHEET ROCK FINISH.
PAINTED/STAINED WOOD CAP

107b GARAGE FLOOR SURFACE SLOPED TO FACILITATE
MOVEMENT OF LIQUIDS TOWARDS MAIN VEHICLE ENTRY
DOOR.  SEE A0.02 / FLOOR PLAN / NOTE 18.

108a SOLID CORE TIGHT-FITTING, SELF LATCHING DOOR W/
AUTO CLOSER.  SEE A0.02 / FLOOR PLAN / NOTE 5.

109a SHELVING.  STYLE, FINISH, AND COLOR PER CLIENT
109b UPPER CABINETS. STYLE AND FINISH PER BUILDER.
109c LOWER CABINETS. STYLE AND FINISH PER BUILDER.
109g 12" DEEP (5) STACK SHELVING.
109l CABINET LINEN FULL HEIGHT. STYLE AND FINISH PER

BUILDER.
110a +42" STEEL/METAL GUARDRAIL.  SEE A0.02 / GENERAL

NOTES / STAIRS,... / NOTE 4.
110b +36" STEEL/METAL GUARDRAIL ABOVE 6" CURB WALL.

SEE A0.02 / GENERAL NOTES / STAIRS,... / NOTE 4.
110c +34" STEEL HANDRAIL.  SEE A0.02 / GENERAL NOTES /

STAIRS,... / NOTE 1.
110e +22" STEEL/METAL GUARDRAIL ON TOP OF LOW WALL.

SEE  DETAIL 13/A8.02
111d 48" GAS APPLIANCE FIREPLACE; HEATILATOR CRAVE

6048 DIRECT VENT. INSTALL PER MANUFACTURERS
SPECIFICATIONS. ANSI #721.88-2017 UL 307B

111g 84" GAS APPLIANCE FIREPLACE; HEAT-N-GLO MEZZO 72
DIRECT VENT.  ANSI LISTING Z21.88-2017. INSTALL PER
MANUFACTURERS SPECIFICATIONS.

113c CONCRETE RETAINING WALL. S.S.D.

114a DASHED LINE INDICATES FLOOR ABOVE OR BELOW
115d 42" OUTDOOR GAS BBQ. WOLF OG42 ANSI Z21.75/CSA

6.27. INSTALL PER MANUFACTURERS SPECIFICATION.
116i EXPOSED TUBE STEEL POST; S.S.D.
150 POT SHELVES.
151 PULL-OUT GARBAGE AND RECYCLE  AREA
152 TOP OF SOFFIT TO BE 6" ABOVE WINDOW HDR.
153 NICHE. TOP AT +9'-1" A.F.F.; BOTTOM AT +36" A.F.F.
154 SKYLIGHT ABOVE. SEE ROOF PLAN FOR MORE

INFORMATION.
155 CONCRETE STAIRS:

- (7) RISERS AT (6")
- (6) TREADS AT (12")

156 LINEAR DECK DRAIN W/ CONCEALED DOWNSPOUT
157 4" DIA FLOOR DRAIN
158 GARBAGE CANS BELOW LANDING
159 WINDOW SEAT +20" A.F.F. W/ CABINETS BELOW.

WALL LEGEND

NOTES

2X4 FULL HEIGHT WALL

2X WALL W/ MASONRY VENEER

2X 1-HR. WALL

2X6 FULL HEIGHT WALL

2X PONY WALL
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KEYNOTES
R01b (7") 26 GAUGE GALVANIZED SHEET METAL FULL FACED

GUTTER.
R01c 26 GAUGE GALVANIZED SHEET METAL DOWNSPOUTS.

VERIFY FINAL LOCATION PER LOT DURING
INSTALLATION.

R01d CUSTOM CONDUCTOR HEAD W/ GUTTER GUARD.

R01f 4"X 9" PAINTED SCUPPER.  SEE ARCHITECTURAL
DETAILS

R01g MIN. 4" DIA. ROOF DRAIN.  SEE ARCHITECTURAL DETAILS
R01h 4" DIA. OVERFLOW DRAIN.
R02a CLASS "A" CONCRETE TILE ROOFING; INSTALL PER

MANUFACTURER SPECIFICATIONS
R04a CLASS "A" 24 GA. STANDING SEAM METAL ROOFING;

INSTALL PER MANUFACTURER SPECIFICATIONS
R05a CLASS "A" TPO ROOFING. EVERGUARD TPO ADHERED

OVER POLYISO INSULATION OVER 1/4" THICK DENSDECK
OVER MIN 15/32" ROOF DECK  . INSTALL PER
MANUFACTURERS SPECIFICATIONS. SEE
ARCHITECTURAL DETAILS

R06d VULCAN CONTINUOUS VENTS; INSTALL PER
MANUFACTURER SPECIFICATIONS. SEE VENT
CALCULATIONS ABOVE FOR NFVA (NET FREE
VENTILATING AREA).

R10a 4'X4' SKYLIGHT; INSTALL & FLASH PER MFR.
R10b 4'X6' SKYLIGHT; INSTALL & FLASH PER MFR.
R10c 4'x3' SKYLIGHT; INSTALL & FLASH PER MFR.
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ROOF VENT CALCULATIONS
AREA 'B' AREA 'A' AREA 'D' AREA 'C'

ROOF AREA: 722 SQ.FT./ 300 PER C.B.C.
2.41 SQ.FT. X 144 SQ.IN.
346.56 SQ.IN. FREE AREA REQUIRED
(HIGH VENTING SHOULD BE NO LESS THAN 40% OR GREATER THAN 50%)
40% 138.62 SQ.IN. 50% 173.28 SQ.IN.

LOW VENTING: VSC2120 VULCAN CONT. SOFFIT VENT =9.6 SQ.IN. / L.F.
HIGH VENTING: VSC2120 VULCAN CONT. SOFFIT VENT =9.6 SQ.IN. / L.F.

19 L.F. LOW VENTS AT 9.6 SQ.IN. / L.F. = 182.40 SQ.IN.
18 L.F. HIGH VENTS AT 9.6 SQ.IN. / L.F. = 172.80 SQ.IN.

355.20 SQ.IN. PROVIDED

ROOF AREA: 571 SQ.FT./ 150 PER C.B.C.
3.81 SQ.FT. X 144 SQ.IN.
548.16 SQ.IN. FREE AREA REQUIRED
(HIGH VENTING SHOULD BE NO LESS THAN 40% OR GREATER THAN 50%)
40% 219.26 SQ.IN. 50% 274.08 SQ.IN.

LOW VENTING: VSC4120 VULCAN CONT. SOFFIT VENT =19.2 SQ.IN. / L.F.

30 L.F. LOW VENTS AT 19.2 SQ.IN. / L.F. =576.00 SQ.IN.

576.00 SQ.IN. PROVIDED

ROOF AREA: 72 SQ.FT./ 150 PER C.B.C.
0.48 SQ.FT. X 144 SQ.IN.
69.12 SQ.IN. FREE AREA REQUIRED

LOW VENTING: (1) COR-A-VENT S400 = 10 SQ.IN. / L.F.

7 L.F. LOW VENTS AT 10 SQ.IN. / L.F. = 70.00 SQ.IN.

70.00 SQ.IN. PROVIDED

ROOF AREA: 107 SQ.FT./ 150 PER C.B.C.
0.71 SQ.FT. X 144 SQ.IN.
102.72 SQ.IN. FREE AREA REQUIRED

LOW VENTING: VSC3120 VULCAN CONT. SOFFIT VENT =14.4 SQ.IN. / L.F.

12 L.F. LOW VENTS AT 9 SQ.IN. / L.F. = 108.00 SQ.IN.

108.00 SQ.IN. PROVIDED

AREA 'E' 

ROOF AREA: 402 SQ.FT./ 150 PER C.B.C.
2.68 SQ.FT. X 144 SQ.IN.
385.92 SQ.IN. FREE AREA REQUIRED
(HIGH VENTING SHOULD BE NO LESS THAN 40% OR GREATER THAN 50%)
40% 154.37 SQ.IN. 50% 192.96 SQ.IN.

LOW VENTING: VSC4120 VULCAN CONT. SOFFIT VENT =19.2 SQ.IN. / L.F.

21 L.F. LOW VENTS AT 19.2 SQ.IN. / L.F. =403.20 SQ.IN.

403.20 SQ.IN. PROVIDED

AREA 'F' 

ROOF AREA: 712 SQ.FT./ 150 PER C.B.C.
4.75 SQ.FT. X 144 SQ.IN.
683.52 SQ.IN. FREE AREA REQUIRED
(HIGH VENTING SHOULD BE NO LESS THAN 40% OR GREATER THAN 50%)
40% 273.41 SQ.IN. 50% 341.76 SQ.IN.

LOW VENTING: VSC4120 VULCAN CONT. SOFFIT VENT =19.2 SQ.IN. / L.F.

36 L.F. LOW VENTS AT 19.2 SQ.IN. / L.F. =691.20 SQ.IN.

691.20 SQ.IN. PROVIDED
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KEYNOTES
301a CLASS "A" CONCRETE TILE ROOFING; INSTALL PER

MANUFACTURER. BASED ON CLIMATE.
301c CLASS "A", 24 GA. STANDING SEAM METAL ROOFING;

INSTALL PER MFR.
302a ONE-COAT STUCCO: 3/8" STUCCO FINISH OVER METAL

LATH OVER MINIMUM 1" FOAM BOARD OVER WEATHER
RESISTIVE BARRIER (W.R.B.).  PROVIDE SPECIFICATIONS
AND ESR# 1194

304e MANUFACTURED STONE VENEER. EL DORADO STONE
ROUGH CUT - LOIRE VALLY

305c CEDAR SHIPLAP SIDING; 8" EXPOSURE
306b 7" FULL FACED GUTTER OVER FASCIA OVER PLUMB CUT

RAFTER TAILS.
308b 2X8 WOOD BARGE BOARD FASCIA BOARD

308g 2X6 OVER 2X12 WOOD BARGE BOARDS / FASCIA
BOARDS

310c ALUMINIUM SECTIONAL ROLL-UP GARAGE DOOR WITH
GLAZING AS SHOWN

311c 1 3/4" SOLID CORE PAINT GRADE WOOD SERVICE DOOR
311a TRUE WOOD ENTRY DOOR. FINISH PER CLIENT
313a 2X2 STAINED WOOD TRIM
313d 2X10 STAINED WOOD TRIM
314c  6" PRECAST TRIM
317a +42" STEEL/METAL GUARDRAIL.
317d +22" STEEL/METAL GUARDRAIL ON TOP OF LOW WALL.

318a PROVIDE MIN 100 SQ.IN. VENT AREAS WITH-IN 12" OF
FLOOR AND CEILING FOR COMBUSTION AIR.

319a FINISHED GRADE SHALL SLOPE AWAY FROM BUILDING;
SEE A0.02 / EXTERIOR ELEVATIONS / NOTE 7.

319b RETAINING WALL BEYOND
319c DASHED LINE REPRESENTS EXISTING NATURAL GRADE
320a MAIN ELECTRICAL PANEL W/ "UFER" GROUND; VERIFY

AMPERAGE AND REQUIRED CLEARANCES. SEE A0.02 /
ELECTRICAL / NOTE 17 & 21.

320b GAS METER; VERIFY REQUIRED CLEARANCES.
320c ADDRESS LIGHT.  SEE A0.02 / MISCELLANEOUS / NOTE 2.
320d A/C CONDENSER SET ON CONCRETE PAD; VERIFY SIZE

IN FIELD.
320e DIRECT VENT FIREPLACE FLUE; PROVIDE MINIMUM

CLEARANCES PER MFR.
322c FLAT PANEL STEEL SIDING. HIDDEN FASTENERS 48"

HORIZONTAL SPACING. INSTALL PER MFR.
323f 8X8 EXPOSED TUBE-STEEL POST; S.S.D.
325a METAL WALL CAP FLASHING
325b METAL TRIM; SEE DETAILS FOR MORE INFORMATION
326b BOARD FORMED STAINED CONCRETE FINSIH
350 STONE WALL CAP.
351 SPIRAL STAIRCASE

NOTES

1/4" = 1'-0"RIGHT ELEVATION
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KEYNOTES
301a CLASS "A" CONCRETE TILE ROOFING; INSTALL PER

MANUFACTURER. BASED ON CLIMATE.
301c CLASS "A", 24 GA. STANDING SEAM METAL ROOFING;

INSTALL PER MFR.
302a ONE-COAT STUCCO: 3/8" STUCCO FINISH OVER METAL

LATH OVER MINIMUM 1" FOAM BOARD OVER WEATHER
RESISTIVE BARRIER (W.R.B.).  PROVIDE SPECIFICATIONS
AND ESR# 1194

304e MANUFACTURED STONE VENEER. EL DORADO STONE
ROUGH CUT - LOIRE VALLY

305c CEDAR SHIPLAP SIDING; 8" EXPOSURE
306b 7" FULL FACED GUTTER OVER FASCIA OVER PLUMB CUT

RAFTER TAILS.
308b 2X8 WOOD BARGE BOARD FASCIA BOARD

308g 2X6 OVER 2X12 WOOD BARGE BOARDS / FASCIA
BOARDS

310c ALUMINIUM SECTIONAL ROLL-UP GARAGE DOOR WITH
GLAZING AS SHOWN

311c 1 3/4" SOLID CORE PAINT GRADE WOOD SERVICE DOOR
311a TRUE WOOD ENTRY DOOR. FINISH PER CLIENT
313a 2X2 STAINED WOOD TRIM
313d 2X10 STAINED WOOD TRIM
314c  6" PRECAST TRIM
317a +42" STEEL/METAL GUARDRAIL.
317d +22" STEEL/METAL GUARDRAIL ON TOP OF LOW WALL.

318a PROVIDE MIN 100 SQ.IN. VENT AREAS WITH-IN 12" OF
FLOOR AND CEILING FOR COMBUSTION AIR.

319a FINISHED GRADE SHALL SLOPE AWAY FROM BUILDING;
SEE A0.02 / EXTERIOR ELEVATIONS / NOTE 7.

319b RETAINING WALL BEYOND
319c DASHED LINE REPRESENTS EXISTING NATURAL GRADE
320a MAIN ELECTRICAL PANEL W/ "UFER" GROUND; VERIFY

AMPERAGE AND REQUIRED CLEARANCES. SEE A0.02 /
ELECTRICAL / NOTE 17 & 21.

320b GAS METER; VERIFY REQUIRED CLEARANCES.
320c ADDRESS LIGHT.  SEE A0.02 / MISCELLANEOUS / NOTE 2.
320d A/C CONDENSER SET ON CONCRETE PAD; VERIFY SIZE

IN FIELD.
320e DIRECT VENT FIREPLACE FLUE; PROVIDE MINIMUM

CLEARANCES PER MFR.
322c FLAT PANEL STEEL SIDING. HIDDEN FASTENERS 48"

HORIZONTAL SPACING. INSTALL PER MFR.
323f 8X8 EXPOSED TUBE-STEEL POST; S.S.D.
325a METAL WALL CAP FLASHING
325b METAL TRIM; SEE DETAILS FOR MORE INFORMATION
326b BOARD FORMED STAINED CONCRETE FINSIH
350 STONE WALL CAP.
351 SPIRAL STAIRCASE

NOTES

1/4" = 1'-0"LEFT ELEVATION
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